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BONDING CONDUCTOR
#4/0 STRANDED

BARE COPPER
(TYP. FOR 10 PLACES)

GROUND ROD 10'x 3/4" DIA.
THOMPSON #TL3410 (OR EQUAL)
(TYP. FOR 10 PLACES)

2 b

2

20'—O" MAX (TYP. FOR 10 SPACES)

(SEE NOTE 11)

DOWN CONDUCTOR
#4/0 STRANDED
BARE COPPER IN
1" PVC CONDUIT
RUNNING EXPOSED
(TYP. FOR 10 PLACES)

ROOF
EQUIP.

DOWN CONDUCTOR
UNDERGROUND

#4/0 STRANDED
BARE COPPER

(TYP. FOR 10 PLACES)
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SEE NOTE 13

I!) EXHAUST STACK
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ROOF PLAN

VERTICAL RUN OF
LIGHTNING PROTECTION
CONDUCTOR IN 1"
PVC CONDUIT
(TYP. FOR 4 PLACES)
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LIGHTNING PROTECTION
CABLE 32 STRAND,
17GA 7/16" DIA.,
BARE COPPER
THOMPSON CAT. #32
(OR EQUAL) (TYP.)

T-13-101 

 0 0

ROOF VENTS
RE: DWG. H-2-131769

LOWER ROOF

rr

T 13 101 

CH-07-101 

SCREENED FENCE

ROOF MOUNTED
AIR TERMINAL
5/8" DIA. x 12" HIGH
(TYP.)

FACILITY
GROUND ROD (TYP.)
(SEE GROUNDING PLAN,
DWG. H-2-131826)

FACILITY
GROUND LOOP
CONDUCTORS
(SEE GROUNDING PLAN,
DWG. H-2-131826)
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SYMBOL DESCRIPTION

• LIGHTNING AIR TERMINAL

— LIGHTNING PROTECTION CABLE

NOTES:

1. ROOF CONDUCTORS SHALL RUN EXPOSED ON ROOF SURFACE AND
SHALL BE SUPPORTED EVERY 3 FT. WITH CABLE SUPPORTS.

2. AIR TERMINAL BASES AND CABLE SUPPORTS OF ROOF
CONDUCTORS SHALL BE PERFORATED ADHESIVE TYPE. ADHESIVE
COMPOUND SHALL BE COMPATIBLE WITH ROOF METAL PANEL—
FINISH AND SHALL BE RECOMMENDED BY THE MANUFACTURER
OF THE LIGHTNING PROTECTION EQUIPMENT.

3. LEAVE SLACK IN ROOF CONDUCTORS FOR THERMAL
EXPANSION AND CONTRACTION.

4. BOND ALL ROOF MOUNTED METAL EQUIPMENT TO THE
LIGHTNING PROTECTION SYSTEM.

5. EXOTHERMIC WELD PROCESS SHALL BE USED FOR ALL
GROUNDING CONNECTION BELOW FINISHED GRADE.

6. CABLE—TO—CABLE AND CABLE—TO—GROUND ROD CONNECTIONS
SHALL BE COATED WITH ASPHALTIC PAINT A MINIMUM OF 6"
(INCHES) IN EACH DIRECTION FROM WELD.

7. GROUND ROD SHALL BE DRIVEN SO THAT THE TOP
OF THE ROD SHALL BE 1 FOOT BELOW FINISHED GRADE.

8. DIMENSIONS WITH (REF.) NOTATION ARE REFERENCE DIMENSIONS.
EXACT DISTANCES SHALL BE DETERMINED AT THE FIELD.

9. VERTICAL RUN OF DOWN CONDUCTOR SHALL BE PROTECTED BY
PVC CONDUIT UP TO THE ROOF.

10. ADDITIONAL AIR TERMINAL SHALL BE INSTALLED ON ROOF MOUNTED
METAL BODIES LOCATED OUT OF ZONE OF PROTECTION AND
HAVING METAL THICKNESS LESS THAN 3/16 INCH.

11. SPACING BETWEEN AIR TERMINALS INDICATED ON THE DRAWING
ARE REFERENCE DIMENSIONS. EXACT DISTANCE BETWEEN AIR
TERMINALS WILL BE DETERMINED AT THE FIELD FOR ACTUAL
ROOF PANELS ARRANGEMENT.

12. SEE DWG. H-2-131828 FOR LIGHTNING PROTECTION DETAILS.

13. PROVIDE TWO GROUNDING CONNECTIONS FROM EXHAUST STACK
USING #4/0 BARE STRANDED COPPER CONDUCTORS CONNECTING
TWO OPPOSITE SIDES OF EXHAUST STACK TO LIGHTNING
PROTECTION GROUND SYSTEM.

14. REFER TO VENDOR SUBMITTAL 525 FOR THE AS—BUILT INSTALLATION.
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